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Any suggestions or comments to this instruction or 
product are welcome.  Please contact us through 
our website or email engineer@sdcsecurity.com 
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Remove Head Cover (For REX option remove head from device).  Tap existing hole for 1/4-20.  Replace existing pin with SDC P/N 
5783.  Attach switch assembly using the supplied 1/4-20 screw.  Route wires thru extrusion as shown and use retaining clip to safely 
lock wires in place.  Replace Head and Head Cover

Switch arms may 
need adjustment to 
make proper contact
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Tap existing hole 
for 1/4-20 thds

Attach Switch Assembly to tapped 
hole with the 1/4-20 screw supplied.  

Install retaining clip(1.655)

(REX option only)
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